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A&E

1115 Vista Park Drive
Forast, Virginia 24551
(434) 316-8001 e (434) 316-6002 Fax

Vingitis | ADDENDUM NO. 4

(12 pages with attachments)

Owner; DBHDS Owner's Projact Mgr.: Tom Ashworth

CSH Buildings 94 & 85 HVAC Ownar's Project Code:  720-17588-03-01
Project Tle: g\ ctems Raplacement DGS Project Code;  720-17596-011
Project Location: Petersburg, Virginia A/E Projact Mgr.:  Steve Hovis, PE
B No. 1115 AJE Project No.:. 08011
Bids Due: November 16, 2011/ 2:00 PM Bide Opened: November 17, 2011 /2:00 PM

The following constitutes Addendum No. 4 for the referenced project. Bidders must acknowledge receipt of all
addenda as required on the bid form.

: 8’ STEVEw M. HOVIS
£ Lic. No. 035249

l\-/T!v/Zall

1. QUESTIONS AND ANSWERS:

a. Drawings D9 and D10: Notes 1 & 2 — Is a lockable access door required in the ceilingg of every room
in the temporary accupancy plan? These notes are very general and not very spacific.

Response: Access to these rooms /s such that a detalled accounting of the work fo ba performed in
each will not be possible until Milastone #48 on the timeline, “Relocate B94-400 staff
offices to B43 & B113,” is performed by CSH and PPS. Once these rooms are
unoccupied the extent of work can be detarmined and it will differ room to roam. For
bildding purposes, essume two lockabla 12"x12" access doors per room and provide a
unit price for additional 12"x12"” access doors on a per-door basis.

b. Drawings D3 and D4: Do the little small roofs in the comers below the center shingle roof get
replaced? D3/D4 do not show these roofs?

Rasponse: Chilled water pump room rocfs are not replaced se part of this project. There is one
chilled water pump room on each building. Each chilled water pump room measures
approximately 55 square feet and is located adfacent to the Mechanical Room. The

chillad water pump room roofs are separated and lower than the other roofs and will
ramaln undisturbed throughout this project.

c. Drawings D4 Note 5 and A4: Note #5 reads, remove/salvage exhaust fan for reinstallation. Drawing
Ad does not show this on new work. Please clarify.

Response: Drawing D4 shows wast side of Building $4. Drawing A4 shows east side of Building 94.

Refer to Drawing AS for west side of Building 94. Nofe 10 on Drawilng A5 shows
reinstalled Yan.
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d. Drawing A0, Note 7: Please clarify.

Response: A thermal barrier Is required by code to separate roof Insulation from the_building
Intarior. This requirement is walved only Jf the speclfic roof assembly (spacific deck,
specific Insulation, specific fasteners, and specific membrane) is documented as
meeting the raguirements of FM 4450 or UL 1258 for Clags A, B, or C moﬁ-co_vanng
assembly. Contractor shall provide thermal bamier or submit ducumental‘mn as
indicated above.

o. Do concrete panels go back on new roaf or EPDM pads in these locations below downspouts?

Response: Detail B on Drawing A13 Indicates EPDM walkpad and Detail C on Drawing A13 indicates
concrete spiash block. Refer to construction notes on roof plans for locations.

f. Specification 0768200, page 5, paragraph 2.4, A.1: Joint Style: 12'j back up plate with 8" exposed cover
plate? Cover plates are not typically used any fanger. Please clarify.

Response: Delefe requiremant for cover plate with edge meatal fabrications. Provide concealed back-
up / splice plata as requirad.

g. Drawing A12, Detail 3: Roof drain reads 3* minimum base (2 layers) with R-16.8. Drawing A4 Note 1
raads R-15.4. Pleass clarify.

Response: Provide 3” minimum base insulation (2 layers). Minlmum insulation R-value is R-16.8.

h. Drawing A12, Detail 5: Fascia reads .040 aluminum gravel stop. Drawing A4 metal edge note reads
050 aluminum. ‘Please clarify.

Response: Metal shall be minimum 0.050.

i. Drawing A4, Note 5. Conflicts with Detail 3/A12 (shows existing). Please clarify.

Response: Raplace roof drain dome strainer and clamping ring. Existing deck clamp and aexisting
drain bowl will remain.

j. Drawing A12, Dstail 2: Equipment support. Where do these go on roof plans?
Response: Dslete Detail 2 on Drawing A12 from this project.

k. Drawing AB, Note 4. Instructs to provide escutcheon for sprinklers. Does this mean to provide new
escutcheons or reuse existing escutcheona? Are you confident that the existing escutcheons can be
removed without removing the sprinkler head? Wasn't able to tell if they are 2 piace at the site visit.

Response: Existing escufcheons appear to be one-plece. Contractor will he required to cut and
remove axisting escutcheons and provide new two-plece escutcheons to fit to ceiling.

{. Drawings D1, A2, D2, and A3: Sheet D1 notes to remove windows at Rooms 100, 200, 300, and 4Q0.
Sheset A2 shows new duct chases at thig area, but nothing is noted at the former window locations. |
presume these former window openings will need to be filled. Please confirm. Can you advise how to

be filled — masonry? Are we matching adjacent walls — are they cavity walls with brick veneer? Do we
naed to tooth-in masonry?

Response: Former window openings will be used for mechanical system duct routing and will be

completely sealsd. Refer fo Drawings A4 and M5 and specifications for additional
information. There iz no masonry infill.
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m. Specification Section 075323, page 4, paragraph 2.1.A: Roofing -speciﬁcation for EPDM roofing notes
to malch existing thickness — can the thickness of existing be provided?

Response: Bid shall be based on 80 mil EPDIf membrane.

n. Drawings D9 and D10: Note 2 states to install a lockable access door where electrical c_umponents are
concaaled above ceiling "as indicated in the drawings.” | do not see access doors indicated. Should
we bass on one for each room? Can a specification for the access door be provided?

Response: Refer to response to Question (a) above. For bidding purposes, assume two fockable
access doors per room and provide & unit price for additfonal accass doors on a per-
door basls. Basls of Design shall be Nystrom MT Series medium securlty accass door
with keyud mortise cylinder lock.

o. Drawings FP1 and FP2: While the cailings are removed in Rooms 100, 200, 300, and 400‘ in each
building, will we be required to turn heads up or provide “pie pans” or not since the buildings will not be
occupiad? Usually we do not need to do this if building is unoccupised, but want to make sure.

Response: Thia will not ba required as the building will be unoccupled. Sprinkler heads are fo
remain per Demolition Note No. 8 on Drawings D1, D2, D5, and D6.

p. Drawing M4: Note 11 states to repair plaster ceilings. The unit. price on the Bid Form is to repair
gypsum ceilings. 18 this repair per Note 11 to be coverad by the unit price? And is the unit price to be
gypsum ceiling rapair or plaster ceiling repair? (Large difference in cost.)

Response: The Bid Form Is incorract, Remove the axisting Bid Form and replace with the attached
Reviased Bid Form. The unit pricing on the Bld Form is only for celling demolition/repalr
not indicated on drawlngs resulting from unforeseen conditions. Any celling
demolition/repair indicated on the drawings is Included in the base bld.

q. Drawings D9 and D10: Note 6 states contractor shall remove all tempaorary materials. So remove all
outlet covers and access doors? Are we to reinstall receptacles and covers, patch cailings where
access doors removed, and reinstall ali wall mounted items removed per Note §7

Response: Generally, yes, this is correct. However, we do not sae value in removing and patching
an access door once installed, and hereby delete the removal of ceiling access doors
from the scope of work. Also nofe that the Contfractor's scope of work in this area is
lmited to these temporary measures previously enacted by the Contractor. The
femporary measures Installed by CSH and/or PPS during the conversion fo resident
space will be remaved by CSH and/or PPS during the conversion back to office space.

r. Specification Section 015000, page 1, paragraph 1.3: Notes we can tie into Owner water, sewer, and
alactricity without charge. What about phane and internet service?

Response; Specification Sections 070000 and 015000, and Addandum No. 1, Indicate that the
Contractor may use Owner’s water and electricity, but must provide his own sanitary and
handwashing facllltles and drinking water. The Owner's phone and Infernet service ara
not avallable for the Contractor's use. Spechication Section 010000, Spocisl Conditions,
page 6, section 1.16.A. states it is the contractor's responsibilily to provide any
temporary construction office space and felaphona, material and equipment storage

Facilities, and sny femporary utility connsctions as he deems necessary far his
operstions.
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s. Drawings DS and D10; Note 1 on D8 notes to “cover electrical receptacles.” Are we to cover with
blank cover plates or some other mathod (for security reasons)?

Response: Cover plates shall be metal with tamper-proof scraws.

2. CHANGES TO DRAWINGS AND SPECIFICATIONS:

a. Provide two duciiess mini split system air conditioners in access comidor in Building 39 near
retharmalization units. Refer to attached sketches. Specification 238123 applies to these units.

b. Specification 238128, Split System Ductiass Air Conditioners:
1. In Paragraph 2.1.C, delete requirement for discharge louvers with autormatic air eweep control.
2. In Paragraph 2.1.F, add requirement for wall-mountad control panel to be hard-wired.,
3. Delete Paragraph 3.5.C requiring two follow-up site visits after Substantial Completion.
4

. Add Paragraph 3.2.E to read “Condensing Unit Mounting: Install ground mountad unitz on field-
furnished or manufacturer-furnished housskeeping pad, but no less than 6 inches above grade.
Install wall mounted units using manufacturer-fumished wall mounting bracket.”

Attachments: Sketches SK1 through SKS (5 pages)
Revised Bid Form (3 pages)

END OF ADDENDUM NO. 4
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CSH BUILDINGS 94 & 95 HVAC SYSTEMS REPLACEMENT
DBHDS PROJECT NO. 720-17596-03-01 DGS PROJECT NO. 720-17556-011

REVISED BID FORM

DATE;

BID DUE DAYE: November 16, 2011/ 2:00 PM

PROJECT: Buildings 94 & 85 HVAC Systema Replacemant
Central State Hogpital
DBHDS Project Cods No. 720-17596-03-01
DGS Project Code No. 720-17596-011

TO:  Virginia Department of Behavioral Health and Developmental Services
Office of Architectural and Engineening Services
1220 Bank Street, 7 Floor, Rocom 731
Post Oifice Box 1787 '
Richmond, VA 232181797

In compliance with and subject to your Invitation for Bids and the documents therein specified, all
of which are incorporated herein by referencs, the undarsigned bidder proposes to furnish all
supervision, labor, equipment, and materials and perform all work necassary for eonstruction of
this project, in accordance with the Plane and Specifications dated September 28, 2011, as
prepared by Virginia A&E, PLLC, 1115 Vista Park Drive, Ferest, Virginia 24551, for the
consideration of the following amount: -

BASE BID (including the following parts): (Amounts shall be shown in both words and
numbers. in case of discrepancy, the amount shown in words will govem.)

PART A: Lump sum price for HVAC system removal and replacement and associated work
indicated on the construction decuments:

PART A = : Dallars ($ ).

Base Bids for PART B shall be based on the eslimated quantities indicated to be provided
complate and in accordance with the applicable portions of the plans and specifications. Payment
amounts for each of these items will be based on the actual quantities authorized, provided and
approved, times the unit prices indicated by the bidder. The final contract amount shall be

adjusted upward or downward based on the actual payment amounts versus the bid amounts for
PART B.

PART B: Unit prica for demolition/repair of plaster on metal lath ceilings:

Estimated quantity of 500 SF @ $ per SF = Dollars
¥ ).

TOTAL. BASE BID AMOUNT {Inclhuding Parts A and B) is:

Dollars ($ )

VIRGINIA A&E 08011 REVISED BID FORM / 1
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Contract award will be based on the TOTAL BASE BID AMOUNT shown above (including any
properly submitted bid modifications).

The bidder has refied upon the following public historical climatological records: The Viiginia State
Climatology Office, Charloftesville, Vinginia, for Richmond, Virginia.

The undersigned understands that time is of the essence and agrees that the time for Substangial
Completion of tha entire project, including all selected Additive Bid ltems, shall be 365 consecutive
calendar days from the date of commencement of the Work as specified in the Notice to Proceed,
and Final Completion shall be achieved within 30 consecutive calendar days after the date of
Substantial Completion as determined by the Architect/Engineer,

Acknowledgement is made of receipt of the following Addenda:

If notice of acceptance of this bid is given to the undersigned within 30 days after the date of
opening of bids, or any time thereafter before this bid is withdrawn, the undersigned will exacute
and deliver a contract in the prescribad form (Commonweaith of Virginia Contract Between Ownaer
and Contractor, Form CO-9) within 10 days after the conitract has been prasented to him for
signature. The required payment and performance bands, on the forms prescribed, shail be
dalivered to the Owner along with the signed Contract.

Immigration Reform and Control Act of 1888: The undersigned certifies that it doas not and will
not during the performance of the Contract for this project violate the provisions of the Federal
Immigration Reform and Control Act of 1986, which prohibits employment of illegal aliens.

DISQUALIFICATION OF CONTRACTORS:

By signing this bid or proposal, the undersigned certifies that this Bidder or any officer, director,
partner or owner is not currently barred from bidding on contracts by any Agency of the
Commonwealth of Virginia, or any public body or agency of another state, or any agency of the
federal government, nor is this Bidder a subsidiary or affiliate of any firm/corporation that is
currently barred fram bidding on contracts by any of the same. We have attached an explanation
of any previous disbarment(s) and copies of notica(s) of reinstatement(s).

CONTRACTOR'S SWAM CERTIFICATION REQUIREMENT:

Contractor ___ DOES __ DOES NOT consider his/her firm to be a minority business.

Contractor ___ IS __ IS NOT certified as a minority business by the Virginia Department of
Minority Business Enterprise. If applicable, attach copy of certification.

Contractor___ DOES  DOES NOT congider hisfher firm to be a women-owned business.

Contractor IS _ _ 1§ NOT certified as a women business by the Virginia Department of
Minarity Business Enterprigse. If applicable, attach copy of certification.

Contractor__ DOES _ DOES NOT consider his/her firm to be a small business.

(_:ontr?ctor —_— IS __ IS NOT certified as small business by the Virginia Department of
Minonty Business Enterprizse. If applicable, attach copy of certification.

VIRGINIA A&E - 08011 REVISED BID FORRM / 2
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Either the undersigned or one of the following individuals, if any, is authorized ta modify this bid
prior ta the deadline for receipt of bids by writing the madification and signing hig name on the
face of the bid, an the envelope in which it is enclosed, on a separate document, ofr on a
document which ia telefaxed to the Owner or by sending the Owner a telegraphic message:

| certify that the firm name given helow is the true and complate name of the bidder and that the
bidder is legally qualified and licensed by the Commonwealth of Virginia, Department of
Commerce, State Board for Contractors, to perform all Work included in the scope of the

Contract.
Virginia License No. Bidder
(Name of Firm)
Contractor Class
By
Specialty {Signature}
Valid unfil____
‘ {Typed Name)
FEIN/SSN:
Title

If Partnership, List Pariners' Name :
If Corporation, affix Corporate Seal and list
State of Incorporation

State:
(Affix Seal)
Telephone No.:
FAX No.:
E-mail: Business Address:
END OF SECTION 00310

VIRGINIA A&E 08011 REVISED BID FORKM / 3



